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MARK SERVICE TYPE LOCATION SIZE CONFIGURATION REMARKS
cW FUNNEL AIR GAP, 1—1/2"
BFP—1 | STERILIZER | REDUCED SUB— 1-1/2" HORIZ DRAIN_TO ABV. FLOOR'DRAIN
SUPPLY PRESSURE STERILE : FUNNEL, ACCESS PANEL
HW FUNNEL AIR GAP, 3/4"
BFP—2 SCOPE REDUCED SUB— 3/4" HORIZ DRAIN_TO ABV. FLOOR DRAIN
CLEANER PRESSURE STERILE : FUNNEL, ACCESS PANEL
cw REDUCED FUNNEL AIR GAP, 3/4"
BFP-3 HVAC PENTHOUSE 3/4” HORIZ. DRAIN TO ABV. EXISTING
MAKE—-UP PRESSURE FLOOR DRAIN.
MARK DESCRIPTION REMARKS AREA SERVED
MEO=1 | WAL i Quick connEcT LOCATED ABOVE CASEWORK FOR NEW SUB—STERILE
M\_W NITROGEN D.I.S.S. INSTRUMENT CLEANING ROOM
ZONE VALVE BOX
2ve-a | 1720 QNYCEN, 1/27 MEDICAL AR, | BROVIDE GALGES o NEW OR. #1
OXIDE, 1/2” CO2,”1" VACUUM LABEL COZ "INACTIVE
ZONE VALVE BOX
u? VACUUM PROVIDE GAUGES NEW SUB—STERILE
ZONE VALVE BOX
B_c | 1/27 OXYGEN, 1/2 MEDICAL AR, LABEL EER [JOSE STANDARDS NEW O.R. #2
OXIDE, 1/2” C02,”1” VACUUM
ZONE VALVE BOX LABEL PER HOSP STANDARDS _
ZvB-D 3/4” OXYGEN, 1/2" MEDICAL AR, PROVIDE GAUGES REMODELED PRE-OP
1" VACUUM
MEDICAL GAS ISOLATION VALVES LABEL PER NFPA 99 STANDARDS
REFER TO MEDICAL GAS PLAN FOR SECOND FLOOR
REFER T O, MEDICAL PROVIDE VALVES WITH PURGE PORT
PRESSURE HIGH/LOW: OXYGEN,
MEDICAL AIR, NITROGEN, NITROUS
AAP—1 AREA ALARM PANEL OXIDE, CARBON DIOXIDE (FUTURE). NEW O.R. SUITE
SUCTION LOW. INTERCONNECT T
HOSPITAL MASTER ALARM SYSTEM.
_ 1) D.I.S.S. OUTLET ON_PANEL, (1 NEW O.R. #1 AND #2
NCP=1 NITROGEN CONTROL PANEL CONRES SR FORREmOTE Ot # #
Iy
N
| MARK FIXTURE DESCRIPTION COLD HOT
co [ WATER | WATER | DRAIN VENT
P 3"VTR ) )
S ~ P—104 | WATER CLOSET — WALL HUNG — FLUSH VALVE — ADA 17 ——= 4 2
N nﬂn
/// I X/ ] P—402 | LAVATORY — ADA — WALL HUNG — WRIST BLADES 1/2" 1/2" 2" 2"
N:<\. n|ws— @ / \ ” \\- ” » ” ”
I/_ _ SQ “ PR 2°V | b 508 P—403 | LAVATORY — WALL HUNG — KNEE PEDAL CONTROL 1/2 1/2 2 2
~ ” T 90
<<oo/ “ | _ //ﬁ\_ P—519 | SCRUB SINK — DOUBLE UNIT — STAINLESS STEEL — SENSOR 1/2” 1/2” " "
. _\_ SECOND FLOOR N
PENETRATION —— | - GOOSENECK FAUCET, WRIST BLADE HANDLES - 8" O.C.
2" 21" X 19" X 8" DEEP — ADA COMPLIANT
N:
\ SINK — 1 COMP. — STAINLESS STEEL — REAR/CENTER DRAIN
” » P—528 | FOUR HOLE PUNCH — INSTA—HOT UNIT — DISPOSAL 1/ 1/9” " .
& AaRARPED N 2FD GOOSENECK FAUCET, WRIST BLADE HANDLES — 8" 0.C. / / 2 2
21" X 19" X 6" DEEP — ADA COMPLIANT
BOX
P—529
SINK — 2 COMP. INTEGRAL TO S.S. DRAINBOARD —
P—529 | WRIST BLADE HANDLES, GOOSENECK FAUCET — 8" 0.C. 1/2” 1/2" 5" 5"
e BOWL SIZE 16” X 16” X 8” DEEP, 54” X 24" OVERALL DIMENSION
FIRST FLOOR 4"\W o EXISTING 4"W
PENETRATION—@ S.S. COVER/DRAIN PAN — TEMPERING VALVE
F\\
FD—F | FLOOR DRAIN — TYPE "F” — WITH RECESSED GRATE - - 2" 2"
@ <<>mw._.m >ZU <mZ._. m_mmm D_>Q_n~>§ FD—M | FLOOR DRAIN — TYPE "M” — WITH FUNNEL STRAINER ——=| = 2" 2"
NTS FD—S | FLOOR DRAIN — TYPE ”"S” — S.S. FLOOR SINK — 8” DEEP - = 3" 2"
RD ROOF DRAIN
oD OVERFLOW ROOF DRAIN
DNZ DOWNSPOUT NOZZLE

FULLY SPRINKLERED
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